


» I IYWLUT L W VLW

ECEIVE)

APR 30 2019

Town of New Windsor Attorney's Office

ANALYTICAL REPORT

Lab Number: L1914227

Client: Envirotest Laboratories Inc.
315 Fullerton Avenue
Newburgh, NY 12550

ATTN: Meredith Ruthven

Phone: (845) 562-0890

Project Name: TOWN OF NEW WINDSOR WATER SYS.
Project Number: 42001045

Report Date: 04/17/19

The original project report/data package is held by Alpha Analytical. This report/data package is paginated and should be reproduced only in its
entirety. Alpha Analytical holds no responsibility for results and/or data that are not consistent with the original.

Certifications & Approvals: MA (M-MA086), NH NELAP (2064), CT (PH-0574), IL (200077), ME (MA00086), MD (348), NJ (MAS35), NY (11 148),
NC (25700/666), PA (68-03671), RI (LAO00065), TX (T104704476), VT (VT-0935), VA (460195), USDA (Permit #P330-17-00196).

Eight Walkup Drive, Westborough, MA 01581-1019
508-898-9220 (Fax) 508-898-9193 800-624-9220 - www.alphalab.com
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Project Name:
Project Number:

Lab ID:
Client ID:
Sample Location:

Sample Depth:
Matrix:

Analytical Method:

Analytical Date:
Analyst:

TOWN OF NEW WINDSOR WATER SYS.

42001045
SAMPLE RESULTS

L1914227-02

s PW#1:(420-151993-2)
Not Specified

Dw

122,537
04/15/19 06:25
AJ
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Lab Number: L1914227
Report Date: 04/17/19
Date Collected: 04/07/19 09:05
Date Received: 04/09/19
Field Prep: Not Specified

Extraction Method: EPA 537
Extraction Date:  04/11/19 15:45

Parameter Result Qualifier Units RL MDL Dilution Factor
Perfluorinated Alkyl Acids by EPA 537 - Mansfield Lab
Perfluorobutanesulfonic Acid (PFBS) 2.38 ng/l 1.90 1.22 1
Perfluorohexanoic Acid (PFHxA) 1.44 J ng/l 1.90 0.536 1
Perfluoroheptanoic Acid (PFHpA) 0.620 J ng/l 1.90 0.548 1
Perfluorohexanesulfonic Acid (PFHxS) 2.58 ng/l 1.90 1.55 1
Perfluorooctanoic Acid (PFOA) 225 ng/l 1.90 1.06 1
Perfluorononanoic Acid (PFNA) ND ng/l 1.90 0.574 1
Perfiuorooctanesulfonic Acid (PFOS) 3.68 ng/l 1.90 1.25 1
Perﬂudrodecanoic Acid (PFDA) ND ng/l 1.90 0.817 1
N-Methyl Perfluorooctanesulfonamidoacetic Acid ND ng/l 1.90 0.604 1
(NMeFOSAA)
Perfluoroundecanoic Acid (PFUnA) ND ng/l 1.90 0.920 1
N-Ethyl Perfluorooctanesulfonamidoacetic Acid ND ng/l 1.90 0.566 1
(NEtFOSAA)
Perfluorododecanoic Acid (PFDoA) ND ng/l 1.90 1.06 1
Perfluorotridecanoic Acid (PFTrDA) ND ng/l 1.90 0.760 1
Perfluorotetradecanoic Acid (PFTA) ND ng/l 1.90 0.601 1
PFOA/PFOS, Total 5.93 ng/l 1.90 1.06 1
PFAS, Total (5) 9.13 J ng/l 1.90 0.548 1
Acceptance
Surrogate % Recovery Qualifier Criteria
Perfluoro-n-[1,2-13C2]hexanoic Acid (13C-PFHXxA) 115 70-130
Perfluoro-n-[1,2-13C2]decanoic Acid (13C-PFDA) 135 Q 70-130
N-Deuterioethylperfluoro-1-octanesulfonamidoacetic Acid (d5-NEtFOSAA) 102 70-130
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